Corntract 7284  Sheer /7

120/240V., 1 PHASE, 3 WIRE SERVICE Fabricated aluminum cabinet T760h.x510w.x355d.*
al Weatherhead (30""h.x 20”w.x 14”d.). Aluminum door with A

Overhead service weather resistant lock and key and T10x460x13+ I—— — e e e e
1 (28""x18''x1/2’") mounting board.

1 Cast aluminum cabinet 450h.x300w.x200d. \|
(18"h.x 12"'w.x 8"d.). Aluminum door with

=) standard traffic signal lock and key and

400x250%13 (16''x10"'x!/>") mounting board.

Shall only be used when specified.
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A Photocell with integral
surge arrester

B 3 Position selector switch
HAND-OFF-AUTO

C 60 amp* electrically held

Malleagble iron conduit

" clamps @ 1.5 m (5) intervals contactor
o D 15 amp, 1 pole, circuit
breaker

E 20 amp*, 2 pole, branch
circuit brecker. Two spare
breakers are required but
are not shown

8 m (25" Class 5 service pole 2 Pole, 3 wire, 60A.» disconnect
full length treated switch, NEMA 3R, fused 30A.»
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Unistrut to reinforce the back
and mount the fabricated
aluminum cabinet

J Shielded security fixture
with 100W lamp
( » = Size larger as needed )

| 3-#8 XLP cables in 25 (1) 10 r : ¥ F Surge arrestor
c'Ii/‘Tgcllvorﬂzed steel conduit _— LE:'"-.—:_.. . o . it G Transformer (see notes),
—| L_' == =11 1 KVA», 240/480V primary,
P ——— "“l ¥ 120/240V sec, single phase
Meter (when required) | || / H GFCI duplex receptacle
j : - 1 [ . ﬂr \:_:,\l F | £ EX I s%j?—r%i pole, single throw
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60 Amp (larger as regquired)
fused disconnect switch with
solid neutral and lockable
external handle
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| —— Control cabinet
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e =8 Wires / Equipment L
ground bar- —
] 13 /%) Galvanized = Neutral bar ——— Lighting circuits
wlo fla—T steel conduit. )
- | Galvanized steel conduit. DISCONNECT SWITCH PHOTOCELL RELAY
i Grade Size as required. '
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GENERAL NOTES

#6 Bare copper wire

Wiring shall be panel board fashion. All bends shall be right angles. All runs
shall be vertical or parallel to panel board. Wires shall be grouped or lgced.

1

Cast bronze

ground clamp T Unit Duct(s) to Branch

Lighting Circuits All control installation components shall be U.L. listed.

16 mm x 3 m
(%ux 101”011)
Copperclad ground rod

Label equipment ground and neutral.
| 300 to 450

(12 to 18) Locate service pole and control installagtion adjacent to R.OW. line with a
minimum distance of 9 m (30" from the edge of pavement. Exact location shall be
established by the Engineer.

All dimensions are in millimeters (inches)
SERVICE POLE The total distance between the control instaliation and primary transformer unless otherwise shown.

shall not exceed 76 m (250,

AT
For 480 V service, g step down transformer DATE REVISIONS

D R A F T C O P Y 4 R (dashed lines) is required. Corr“eofec.i 1719706 CONTROL INSTALLATION
D 240 V. SE VICE add receptacle. light, and switch in control 1/17/08 | Service disconnect Service Pole Moun-l-ed

2/3/08 |SA wiring, cabinet notes

7 98-480 I cabinet, when specified.
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